three inches = one foot

one and one half inches = one foot
5"

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot
\

one quarter inch = one foot

one eighth inch = one foot
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HYDRAULIC AREA = FIFTH FLOOR (5E) > \\
K—FACTOR = 5.6
HYDRAULIC DESIGN DENSITY = 0.10 / 0.20 GPM/SQ FT (LIGHT HAZARD / ORDINARY HAZARD, GROUP 2) N\
DESIGN AREA = 1,013 SQ. FT. \
TOTAL SYSTEM DEMAND = 369.09 GPM @ 100.2 PSI \
HOSE ALLOWANCE = 100 GPM \
SYSTEM SAFETY FACTOR = 12.43 PSI \
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@ NEW HOSE VALVE SHALL BE LOCATED SO THAT IT IS OUT ~ ~ -~ _|
OF THE PATH OF EGRESS TRAVEL AND SHALL NOT EXTEND
BEYOND THE SOUTH EDGE OF THE SHAFT WALL.
@ NEW FIFTH FLOOR SPRINKLERS AND STANDPIPE TO BE
SUPPLIED FROM RISER IN STAIR 1. _ = e
—
6 ZONE SPRINKLERS WITH FLOOR BELOW. —— - I I
—
—
0 PROVIDE NEW 4” RISER AND HOSE VALVE CONNECTION. _ I I
PROVIDE PRESSURE GAUGE AT TOP OF RISER. - - L ;
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m FIFTH FLOOR STAIR SPRINKLER PLAN RHINDO
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